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NORTH TORONTO COLLEGIATE INSTITUTE
17 BROADWAY AVENUE
TORONTO, ONTARIO

C. S. & P. Architects Inc.
2345 Yonge Street, Suite 200
Toronto, Ontario
1V14P 2E5

This Addendum forms part of the Bid Documents and is to be read, interpreted and coordinated with all other parts.
The cost of all work contained herein is to be included in the bid sum. The Specifications and Drawings are
complementary. Items listed under the Specifications in this Addendum and having influence on the Drawings are so
deemed to alter the Drawings. Items listed under the Drawings in the Addendum and having influence on the
Specifications are so deemed to alter the Specifications.

This Addendum contains the following:

6 typewritten pages
Structural Addendum S-03, dated February 13, 2008 (11 pages)
Mechanical & Electrical Addendum #002, dated February 13, 2008 (31 typewritten pages)
Site Services Addendum No. 1, dated February 14, 2008. (3 pages)
Landscape Addendum No. 1, dated February 13, 2008 (10 pages)
Section 09625 - Seamless Athletic Flooring (3 pages), for Alternative Price
Section 16732 - Master Clock System, (3 pages)
Section 16775 - Theatre and Presentation Systems Infrastructure (19 pages)
Section 16778 - Local Sound System (14 pages)
Architectural Detail Drawings: AD-33, AD-34, AD-35, AD-36, AD-37, AD-38, AD-39, AD-40, 1047, 3063, 3065,
3067, 3071A, 3078, 3080, 4047, 4062, 4089A, 4115A, 4140, 4142, 4143, 4147, 4195A, 4195B, 6015, 6034, 7001A,
7024, 7025.

REVISED TENDER CLOSING:

Package 1 Tender close: Revised from February 20 to February 25, 2008.
Package 2 Tender close: Revised from February 27 to February 29, 2008.

SPECIFICATIONS

SECTION 09900 - PAINTING

2.1 MATERIALS

Add new paragraph:

.13 Thermal paint for underside of concrete slabs containing radiant cooling/heating, where indicated:
Weatherblock by Mascot products.

3.6 SCHEDULE OF FINISHES

.2 Interior Finishing

Add new paragraph:
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.15 Underside of concrete slabs containing radiant cooling/heating, where indicated: sprayed or rolled
to .5 mm dry thickness.

SECTION J0950 - MISCELLANEOUS SPECIALITIES

1.2 RELATED WORK

Add:
.9 Cast In Place Concrete Section 03300

PART 2 - PRODUCTS

Add:
2.3 NON-SLIP INSERTS

.1 Product: 10x10 mm Domus channel with grip strip by National Concrete Accessories
(905-245-4720), or CT22/138A by KNC.

.2 Set non-slip inserts into freshly poured concrete at stair nosings and where indicated.

.3 Set inserts straight and uniformly spaced: mitre inserts at corners and changes in
direction.

.4 Set inserts leaving non slip strip slightly above finished surface of concrete.

ARCHITECTURAL DRAWINGS

A2.12 GROUND FLOOR PLAN - NORTH

1. At Partition Schedule: Add to Partition 9 description as follows: add at end of list: 'Use Type X GB at
1 hour rated partitions, both sides. ULC W407'. Typical all Drawings

1. General Notes: Add General Note 20: For typical floor expansion joint details refer to Detail 4150.

1. Add reference to Detail 4037 at north corner of Stair No. 20 1003.

A2.13 GROUND FLOOR PLAN - SOUTH

1. South Corridor 1052: At Display Case Detail 5029: (South of Meeting 1075): Revise detail reference to
5030.

2. At Practice Rooms 1046, 1048: Refer to Drawing AD-40 for insulation behind the recessed RCH
cabinets.

A2.15 SECOND FLOOR PLAN - SOUTH

1. Large Instruction Room 2029: Add Teacher's Cupboard Detail 5026, on west wall.

2. South Corridor 1052: At Display Case Detail 5029: (South of Meeting 1075) Revise detail reference
from 5029 to 5030.

3. Staff Lounge 2069: Revise reference to Detail 2076 to AD-39 at south east corner.

A3.2 EAST AND SOUTH BUILDING ELEVATIONS

1. Drawing 2IA3.2: Refer to Drawing AD-36 for Louvre LV-07 to be located west of Grid SE, at second
floor ceiling level. Refer to Mechanical.
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A5.3 INTERIOR ELEVATIONS

I. Drawing 5/A5.3: Al b;ise of Stair No., 2 revise detail reference 4155 SIM to 4153 SIM.

A5.4 INTERIOR ELEVATIONS

I. Drawing 6/A5.4: Add detail reference to AD-38 at Heritage Seminar Room, just north of display case.
Add note 'metal plate' beside display case.

A6.12 GROLIND FLOOR RCP - SOUTH

1. Add 2 Louvres LV-08 and 1 LV-09 (refer to AD-36) to soffit in front of custodial storage 1080 and
Athletic Storage 1081. Exact location to be determined by Architect. Refer also to Mechanical.

A6.19 GROUND AND SECOND FLOOR CEILING RADIANT INSULATION

1. Revise note at hatched area to read: '50 mm Fibrous Insulation Mechanically Fastened or Thermal
Paint to underside of slabs containing radiant heating./cooling, where indicated by hatch.'

A6.20 THIRD FLOOR CEILING RADIANT INSULATION

1. Revise note at hatched area to read: '50 mm Fibrous Insulation Mechanically Fastened or Thermal
Paint to underside of slabs containing radiant heating./cooling, where indicated by hatch.'

A7.1 STAIR PLANS AND SECTIONS

1. Add General Note 1: Precast Stairs are Stair No. 1, 3, 4, 5, 6, 7, 19, 20, 24.

2. Add General Note 2: Cast in Place Stairs are Stair No. 2, 8, 9A, 9B, 9C, IOC, lOD, 11, 14, 21, 22, 25,
26, 27, 28,29.

3. Add General Note 3: Steel Stairs and Ramps are Stair No. 1OA, 1 OB, 17, 23, Ramp No. 4.

A7.3 STAIR PLANS AND SECTIONS

1. Drawing 5/A7.3: Revise hatch pattern at Stair No. 2 guard wall face from 'wood veneer' to 'concrete'.
Revise text from 'Tempered glass screen beyond' to 'MS69A beyond'.

A7.5 STAIR PLANS AND SECTIONS

I. Drawing 1/A7.5: Revise Stair No. 27 from 4 risers to 3 risers, as per Landscape Plans.

A8.1 WALL SECTIONS

1. Drawing 2/A8.1: Indicate bulkhead beyond in Rooms Biology 4036, Computer 3051.
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2. Drawing I/A8.1: Indicate louvres in soffit in front of Custodial Storage 1080. Refer to AD-36 for
LV08 and LV09.

A8.9 WALL SECTIONS

I. Drawing 2/A8.9: Delete wood floor as indicated under block wails. Walls to bear on concrete slab.

A8.10 WALL SECTIONS

1. Drawing 2/A8.10: Indicate sleeving through structural concrete above beam for ducts from Mechanical
3016 into Theatre.

2. Drawing 2/A8.10: Delete note 'linear diffuser' at base of Theatre and add detail reference '4225'.

A8.11 WALL SECTIONS

1. Drawing 1/A8.11: Revise location of West Catwalk 3001 to match Plans.

2. Drawing 1 /A8.11: At sloped GB partition at Commons 1007: Delete reference to 22 metal furring.

A8.12 WALL SECTIONS

I. Drawing 1/A8.12: Revise location of north wall to match revisions to Exercise Room B029. Refer to
AD-4 and AD-6. Add note: 'Perimeter radiation under window- refer to Mechanical.'

A8.13 WALL SECTIONS

1. Drawing 2/A8.13: Future Classroom 5 4017A: Delete acoustic ceiling shown and delete reference to
Detail 6012.

A9.3 WINDOWS TYPES

1. Window F: add note: 'For Separate Price for Folding Partition only: Revise one pane (1750 mm x 1360
mm high) from 'GL' to 'SP' at termination of folding partition.

A9.4 WINDOWS AND LOUVRE TYPES

Refer to Drawing AD-36 for louvers LV-07, LV-08.

A9.5 INTERIOR SCREENS

1. MS04: Add reference to Detail 7030 at section of screen at head of door. Detail 4128 head reference
remains at screen at Corridor B002,

2. MS36: Add reference to Detail 7033 at head of door and where screen is lower than 3700 mm AFF.
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ARCHITECTURAL DETAIL DRAWINGS

1. Detail 2004, 2053, 2054, 4054; Delete the words referring to 'architectural concrete'.
2. Detail 3012: Add note 'Gypsum board to align with mullion'.
3. Detail 3015: Add perimeter radiator unit at bench. Add note, 'Refer to Detail 5058'.
4. Detail 3025: Add reglet for waterproofing tie in.
5. Detail 3051: Revise dimension '250' at concrete wall to be 'For Dimension refer to Structural'
6. Detail 2031, 2032: Door frames type to be as per Door Schedule.
7. Detail 3028, 3031: Add dimension 1100 min from top of parapet to paver.
8. Detail 4019: Add note: 'End detail at bottom similar at all exposed edges.'
9. Detail 4021: Revise Drawing Title to 'Wood Panel Plan Detail at Joints'.
10. Detail 4038: Revise dotted outline of wall above to match Detail 4038A.
11. Detail 4050: Revise dimension of Acoustic Fabric Wall panel from 100 to 25 mm. Delete reference to

aluminum angle edging (delete at all AWP.2).
12. Detail 4066: Revise dimension at door jamb from 60 mm to 50 mm at hatched area. Add note: 'Mortar

Infill.'
13. Detail 4098: Add note 'Plan View, Refer also to Detail 5059'. Add note 'Refer to Detail AD-38 for

sign board at north end of display case'.
14. Detail 4132: Revise Room Title from Computer 4 3038 to General Science 4029. Revise Room Title

from Corridor 3035 to South Corridor 4027.
15. Detail 4144: Delete reference to C.T. floor finish. Add note 'Stair No. 2' to left, 'Corridor' to right of

metal screen.
16. Detail 4146: Revise reference to '2 layers of Type X GB' at underside of non rated ceiling to '1 layer

of 16 mm GB'. Wall partition over screen remains 1 hour rated.
17. Detail 4194: Delete dotted lines on detail. Wood blocking notes: delete reference to solid hardwood

edging, revise arrows to point to blocking. Revise size of blocking from '13 x 13' to '13 x 100'. Add
note 'Blocking to be located to facilitate hanging of pictures- as determined by Architect'. Add note
'Paint exposed lower edge of blocking'.

18. Detail 4196: Revise references at control room window head and sill from 4196 to 4197.
19. Detail 4197: Revise note from '13 Tempered Glass' to 'Glass'.
20. Detail 4208: Delete detail.
21. Detail 4211: Add note: 'Refer to Heritage Masonry and Stone Specification'.
22. Detail 4216: Add note: 'Signage work to be part of Signage Tender'.
23. Detail 4230: Add note at steel sign: 'Signage work to be part of Signage Tender'.
24. Detail 5001, 5001 A: Add note: 'Provide 25 x 25 continuous wood blocking typical at fî ont of counter

or as required to support the weight of fiill sinks'.
25. Detail 5005: Revise face of downturn hardwood plywood to be PLAM finish to match countertop. Add

note: 'Soap dispenser to be vanity mounted as per specifications.' Delete note 'Incline 1 mirror'.
26. Details 5006, 5007A, 5008, 5011, 5012, 5013, 5014, 5017, 5018, 5021, 5025, 5026, 5027, 5028, 5043,

5044, 5047, 5048, 5048 A, 5049, 5050, 5O5OA: Provide continuous line of caulking (colour selected by
Architect) where solid wood base meets resilient flooring.

27. Detail 5007: Delete note 'Refer to 2/5005A for epoxy counter edge detail'.
28. Detail 5007A: Add 19 solid wood base. Add caulked joint at floor of wood base.
29. Detail 5010: Delete detail.
30. Detail 5012: Add note at front of counter: '50 x 50' continuous wood blocking sink or as required to

support large sink'.
31. Detail 5016: Revise dimension of aluminum grille from 143 to 150 mm.
32. Detail 5029: Revise note where display case locations are listed: Delete Corridors 1029 (Add 2-

revised to detail 5030), 3031, and 4046 (Revised Add 1).
33. Detail 5029: Add note: For each of display cases at Corridors B031, 2046, 3049, and 4046: Add

vertical centre gable in middle of each display case, as per Detail AD-37. Glass shelving and doors to
be adjusted to suit.

34. Detail 5029A, 5029B, 5029C, 5029D: Delete Krommine cork board.
35. Details B/5029A, B/5029B, 5033: Add vertical cable support at shelf at front edge on both sides of

shelf horizontal support.
5
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36. Detail 5029C: Add 6 mm thick opal acrylic lens between plywood light fixture shield. Lens to be on
concealed clips.

37. Detail 5030: Revise title to 'Projecting Display Case Corridor 1052'. Delete note 'Detail for South
Corridor 2046'.

38. Detail 5030A, 5030B, 5030C, 5030D, 503OE: Revise title to refer to 'Projecting Display Case
Corridor 1052'. Delete Krommine cork board

39. Detail 5033A, 5033B, 5033C, 5033D, 5033E: Delete Krommine cork board.
40. Detail 5038: Add reference to 'Chair Storage 1010'.
41. Detail 5044: provide 2 shelves at cabinets with no sinks.
42. Detail 5047: Add reference to Detail 1/5001 at counter edge. Add note beside detail reference

1/5005A: 'At epoxy counters only'.
43. Detail 5051: Revise Detail references from 5059 to 5053 and from 5058 to 5054.
44. Detail 5058: Add notes at rear of bench: '130 mm radiator' and '75 mm air space' and '13 foil backed

GB' at rear of bench (Not to scale)', 'Wood blocking at front of bench sized to suit'. Add note 'Bench
to turn corner and extend approximately 850 mm along north wall. Refer to Plans.'

45. Detail 5058: Add note at grille under radiator: 150 mm continuous extruded pencil proof aluminum
grille supplied by millwork'.

46. Detail 5058: Add note at all exposed hardwood plywood: .... 'complete with 3 mm solid wood edges'.
47. Detail 5059: Add note: Refer to Detail 4098.
48. Detail 5059B: Add note: 'Refer also to Drawings 6/A5.4 and 11/A5.13 for extent of wood panelling'.
49. Detail 5061: Add note:'Refer to Drawing A4.2 for length of counter'.
50. Detail 5062: Add note: 'GB kneewall beyond, to 100 above top of counter. Note that electrical outlets

typically to be installed in kneewall.' Add note: 'Refer also to detail 5061.'
51. Detail 5065: Add note: 'Provide 3 mm solid wood edges at all hardwood plywood panels at Main Stage

reflector.'
52. Detail 6006, 6010: Delete GB upturn at transition to LAP.
53. Detail 6012: Add note at 450 mm height '..or as noted'.
54. Detail 6035: Add note 'Wood ceiling panels to be cherry veneer c/w solid cherry edges'.
55. Detail 7001: Add note: 'Refer to Detail 7001A for interior cast in place stair non slip inserts'.
56. Detail 7002, 7003, 7006: Revise distance of handrail from fmished wall face from 40 mm to 50 mm.
57. Detail 7007: Add note 'Refer also to Detail 7008'.
58. Detail 7010: Add note 'Refer also to Detail 7012'.
59. Detail 7018: Delete detail.
60. Detail 7029: Revise detail reference from A/369 to A/3069. Revise thickness of steel guard typically,

from 6 mm to 13 mm.
61. Detail 7033: Revise reference from 'Detail 7030' at guard to 'Guards Detail 7029 Similar'.
62. Detail 7036: Delete detail.
63. Detail 1/9001: For fire rated door head: Revise 2 layers of Type X GB both sides to one layer Type X,

UCL W407.
64. Detail 2/9001: Add note: 'Double glazed where noted'.
65. Detail 3/9001: Delete title 'At Gypsum Board Wall'.

ROOM FINISH SCHEDULE

1. Add General Note 12: Refer to Detail 4016 for gypsum board duct penetration details at sound
isolation partitions at Music Room, Practice Rooms and Theatre.

2. Control Room M002: Add to wall material: 'GB*', Finish 'P'. Add to remarks '*Low GB kneewalls at
millwork. Refer to detail 5061.'

3. Library Stacks 2054: Add remark: 'Upper level south GB wall: Paint exposed wood blocking behind
GB display wall. Refer to Detail 4194.'

4. Chemical Preparation 4041, Chemical Storage 4042: Revise flooring from VCT to WPF. Add Remark
'WPF must be Stonehard product, for increased acid resistance. Refer to Specifications.'

END
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Addendum No. S- 03

Project:

Project No:

Date:

Issued By:

North Toronto Collegiate Institute -
The Republic Towers A and B

4312-00

February 13 2008

Fatima Shakil

Reason for changes: Co-ordination

This Addendum is issued to summarize tiie additions, deietions, and revisions made to tiie Structural
Drawings since the Previous Addendum. No distinction is made between those items which are ciarifications
and those which involve cost/credit

The Following Drawings/Sketches are issued with this addendum: SK-14-R1, SK-16 to SK-23

Issued with Addendum #2 for Tender Package 1 & 2

SK-14-R1
Correct Drawing Title of SK-14 to read 'Misc. Sections (4) S5.4A.'

SK-16,17,18
Structural provision for folding partition in gymnasium, at shear wall SW44, grid line S29
between grid lines SW and SX, at P1 and Ground Floor levels (for separate pricing
only).

1. S2.4A- PI Parking Plan / S3.1A- Footing and Column Schedules

Change column section of C27 at grid lines S27 and SN, from 500 dia to 500 x 500
square. Revise column schedule and reinforcing to suit.

2. S2.5A, S2.5A-1- Ground Floor Plans / S3.1 A- Footing and Column Schedules

.1 Show HSS columns for steel canopy over walkway, near grid lines SA and S33
and add section mark 99A/S5.4A below grid line S33. Add columns 1SC7 and
1SC8, sized as HSS 152 x 8, to steel column schedule. (SK-20)

.2 Slab extension, below grid line S29, for viewing galleries, to be continuous from
SG to SZ. Openings in slab to be as per Archtr'l / Mechanical but subject to all
criteria noted in S 1.1 to S1.3.
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3. S2.6A • 2"̂  Floor Plan

Add section marks for canopy over walkway, left of grid line SA between S33 and
S35; Section 100/S5.4A just above gridline S33, Section 99A/S5.4A just below grid
line S33 and Section 99/S5.4A between gndlines S33 and S35.

4. S5.4 Misc. Sections (4)

.1 Add sections 99, 99A and 100 to clarify details for walkway canopy.
(SK-21 to SK-23)

.2 Provide additional angle to frame mechanical vent opening in upper hanger, as
shown on Section 42/ S5.1A. (SK-19)

ADJELEIAN ALLEN RUBELI LIMITED CONSULTING ENGINEERS OTTAWA / T0R0NT02
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